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FLOOR PLAN

SCALE 3/16"=1'-0"

CLASSROOM-A CLASSROOM-B

JALOUSIE W/  2 " ALUMINIUM LOUVRE INSERTS

ALUMINIUM W/  2 " LOUVRE INSERT

48"x48"

SIZE

TYPE

D1 4

SYM QUANT.

12W1

SYM QUANT.

36"x80"

DOOR SCHEDULE

WINDOW SCHEDULE
SIZE

TYPE

W1

W1

W1

W1

W1

W1

W1W1

W1 W1 W1

D1 D1

1" x 3" timber casing
around edge of window
face typ.

2"x4" studs @ 16" c/c typ.
Timber partition w/

& 3/8" form ply facing.

2"x4" studs @ 16" c/c typ.
T1-11 exterior formply on

& 3/8" interior formply facing.

5'-0 1/2" 4'-0" 4'-0" 4'-0" 6'-10 1/2" 3 1/2" 6'-10" 4'-0" 4'-0" 4'-0" 5'-0 1/2"

48'-0"

10
"

10
"

5'
-0

"

4'
-0

"
4'

-0
"

6'
-0

"
4'

-0
"

6'
-0

"

24
'-0

"

1'-0" 3'-3" 2'-9" 4'-11 1/2" 5'-0" 4'-0" 2'-10 1/2" 3 1/2" 2'-10 1/2" 4'-0" 5'-0" 4'-0" 3'-8" 3'-3" 1'-0"

7'-0"

6'
-0

"
4'

-0
"

6'
-0

"
4'

-0
"

4'
-1

"

D1D1

4'
-6

"

3

2

1

4

A

A

FLOOR PLAN
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4"x4" Corner post typ.
4"x4" Corner post typ.

12'-0" 12'-0" 12'-0"

48'-0"

12
'-0

"
12

'-0
"

24
'-0

"

2'
-8

"

2'-8"

1'
-0

"

4'
-6

"

12'-0"

Reinforced Concrete
Strip footing 32"x32"x10". Column typ.

12"x12" Reinforced Concrete

3"x6" P.T. Girders typ.

FOUNDATION PLAN

SCALE 3/16"=1'-0"

6'-2"

1'-0"

6'-9"

2"x4" wood deck on to be placed on
2"x6" floor joists typ.

3"x8" horizontal and 45degree
timber supports, fitted to  a
total of six (6) columns to
support the external
emergency walk way.

4"x4" Timber corner posts
bolted to 2"x8" fascia board.

2"x8" Timber facia equipped
with bracings for horizontal
2"x4" flooring.

2"x6" P.T.Timber joists @ 16"
o.c. typ. Supported using
metal floor bracings.

5'-7 1/2" 5'-7 1/2"

2"x6" P.T.Timber joists @ 16"
o.c. typ. Supported using
metal floor bracings.

FOUNDATION PLAN
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reinforced conc.
pad footing see detail. 

2"x6" timber cross brace
bolted to  rafters as shown typ.

2"x6" rafters @ 24" o.c. typ.

2"x6" rafters fastened to
double 2"x4" top plates w/

metal hurricane ties typ.

3/8" interior panel

ply typ.
3/4" T1-11 exterior

1" lap- exterior ply

8'
-0

 1
/2

"

6'
-8

"

typ.

depth to be
determined on site.

7'
-5

"

3"x6" headers bolted to
pad footing w/ 1/2"Ø bolt
embedded min. 8" in concrete.

3/4" T&G plywood flooring
see detail typ.

6
12

Galvalume sheathing
nailed to 2"x4" lathing
fastened to T1-11 plywood
nailed to 2"x6" rafters.

2"x4" stud wall
w/ 3/16" plywood panel
inside & T1-11 plywood

exterior wall typ.

conc.. pad reinf. w/ brc
fabric #66.

4"x4" wood post in

1'-4"

1'
-6

"

conc. footing typ.

5"

2'-0"

2"x4" wood deck on
2"x6" floor joists typ.

6"

6
12

2'
-9

"

T1-11 Sheets nailed to rafter
faces to form ceiling with roof
insulation between  rafters.

Typical 3' ceiling fan
N.B Two (2) per classroom

12'-0"

2'-0"

7'-9"
3"x8" Timber supports
held in place using no
less than 1/4" thick
metal brackets bolted
on both sides using 8
bolts complete with
necessary nuts and
washers.

3"x8" timber supports
cast in situ at 45 °
and 90° angles
respectively to
column faces,
anchored with 1/4"
diameter
reinforcement
through the core to
1/4" stirrups using
tying wire.

2"x8" Timber facia
equipped with bracings
for horizontal 2"x4"
flooring supports

4"x4" Timber corner
posts bolted to 2"x8"
fascia board.

2"x2" Timber vertical
infills placed at 1' c/c.

2"x6" Timber top rail

2"x4" Timber flooring
with 1/2" spacing
between

2'
-9

"
5 

1/
2"

CROSS SECTION A-A

SCALE 1/4" = 1'-0"

3'-6"

2'-8"

2'-8"

2'-8"

SECTION A-A
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 REAR ELEVATION  WALL FRAMING PLAN
SCALE 1/4"= 1'-0"

SCALE 1/4"= 1'-0"
RIGHT SIDE WALL FRAMING PLAN

1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-8"

48'-0"

6'
-8

"

7'
-5

"

1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4"

24'-0"

1'-3" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 1'-4" 9"

48'-0"
6'

-8
"

 FRONT ELEVATION  WALL  FRAMING PLAN
SCALE 1/4"= 1'-0"

7'
-5

"
7'

-5
"

11 1/2" 1'-0"

1'-4" 1'-4" 1'-4"

1

3

2

WALL FRAMING

PLAN
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SPACED EQUALLY BOTH WAYS.

ON BOTH SIDES.
RAFTER TO TOP PLATE
HURRICANE TIES TO ATTACH

2"x4" STUD

2"x4" DOUBLE TOP PLATE.

2"x6" RAFTER TYP.

SCALE 1/2"= 1'-0"
RAFTER TO TOP PLATE CONNECTION DETAIL.

TYPICAL.
T1-11 EXTERIOR PLYWOOD

2"x4" SPACER BLOCK MIN. 12" LONG

2"x4" BOTTOM PLATE.

2"x4" STUD

PLYWOOD FLOORING

TYPICAL.
GALV. CORNER TIE BOTH SIDES

SCALE 1/2"= 1'-0"
CORNER FRAMING ISOMETRIC DETAIL.

SCALE 1/2"= 1'-0"
PAD FOOTING DETAIL

12"x12" COLUMN.
W/ 2- 6" NAILS.

2"x6" JOIST ATTACHED TO GIRDER
W/ JOIST HANGERS & NAILED 

IN CONC TYP.
& NUT EMBEDDED 8" MIN
1/2"Ø" GALV. BOLT W/ WASHER

@ BUTT JOINT W/ 3- 6" NAILS
3"x6" GIRDERS FASTENED 

SCALE 1/2"= 1'-0"
FLOOR FRAMING CONNECTION DETAIL.

8" BEND TYP.

2" COVER FOOTING ONLY.

1-1/2" COVER TYP.

1/4" STIRRUPS @ 6" O.C.

4- 1/2" MAIN BARS TYP.

1/4" STIRRUPS @ 6" O.C.

PAD FTG. REINF. W/ 5- 1/2"Ø REBARS

2"x4" BOTTOM PLATE.
BOLTED TO FLOOR

DETAILS
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SCALE 1/8"= 1'-0"
REAR ELEVATION

SCALE 1/8"= 1'-0"
RIGHT-SIDE ELEVATION

SCALE 1/8"= 1'-0"
FRONT ELEVATION

SCALE 1/8"= 1'-0"
LEFT-SIDE ELEVATION

1 2

3

4

ELEVATIONS

 

MSS TIMBER

CLASSROOMS

Ministry of

Communications

& Works

Public Works

Department

PWD

A-07



ROOF FRAMING PLAN

SCALE 1/4"=1'-0"

2"x6" timber cross brace bolted to
every second rafter bothsides typ.

2"x6" rafters @ 24" o.c. typ.2"x8" hip board typ.

1'
-4

"

26
'-8

"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

1'
-4

"

1'-4"

50'-8"

2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0" 2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0"2'-0" 1'-4"

1"x6" fascia board typ.
ROOF FRAMING

PLAN
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ELECTRICAL PLAN

SCALE 3/16"=1'-0"

4ft. FLOURESCENT FIXTURE

MONLEC METER AND FUSE

220V DISTRIBUTION PANEL

EARTHING - 6' x 1/2"Ø COPPER ROD

M

E

220V

WALL MOUNTED FIXTURE WEATHER PROTECTED

220V OUTLET 18" A.F.F

LEGEND

SINGLE POLE SWITCH 48" A.F.F

DESCRIPTIONSYMBOL

RTG.

MCB

classroom

LIGHTS:  classroom

CIRCUIT

2

1

NO.

OUTLETS:

NO. OF
POINTS

DESCRIPTION

10 5

20 20

(A)

EST.
LOAD

1.5

15

(A)

CABLE
SIZE

EST.
LENGTH

mm

1.5

2.5

(M)2

SUPPLY FROM: ELECTRICITY METER

PANEL A CIRCUIT SCHEDULE (Classroom.)

LOCATION:  Classroom
DESCRIPTION:   240V POWER AND LIGHTING

ISOLATOR:   100A DP

VOLTAGE:    240 VOLTS AC

TYPE:      SPN (TYPE A) 4 WAYS

= 16mm2
SUPPLY CALE LENGTH & SIZE

10

NO. OF
POINTS

SUPPLY FROM: Panel A via 5kva transformer
LOCATION:  CLASSROOM
DESCRIPTION:   110V POWER 

PANEL B CIRCUIT SCHEDULE (Classroom.)

NO.

3

CIRCUIT

OUTLETS: Classroom

VOLTAGE:    110 VOLTS AC

ISOLATOR:   100A DP
TYPE:      SPN (TYPE A) 4 WAYS

DESCRIPTION

15

RTG.

MCB

20

(A)

EST.
LOAD
(A)

CABLE
SIZE

EST.
LENGTH

mm

2.5

(M)2

= 16mm2
SUPPLY CABLE LENGTH & SIZE

Transformer 5kva 1 30 6.0 20

110V OUTLET 18" A.F.F

110V 110V DISTRIBUTION PANEL

WP

TWO WAY SWITCH 48" A.F.F.2

C2

C1
WP

C1 C1

C2

C2

C3

C3

C3

C2

C3

CLASSROOM-A

11
0V

22
0V C2

C1
WP

C1C1

C2

C3

C3

C2

C3

C2

C2

C3

C3

CLASSROOM-B

C1
WP

C2C3

C1
WP

C1
WP

2 2

C
1

W
P

C
1

W
P

ELECTRICAL
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